T i _ AIR CURTAINS POWER SUPPLY CONNECTION DIAGRAM AIRDOM0020
T airtecnics 5 Speed Range (following models) 11 Rev.9 (13/07/16)

Electrical Heating: Windbox (L, XL) and Max
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2. Pass the cable through the hole

SPECIAL down to the power terminal.
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3. Connect the cables at the electrical

CONTROL -
element as the picture shows:
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400V ~3 (50 Hz)

CLEVER STANDARD (*) Depending on the power of electrical

UNIT 1 heating, you may need two
(MASTE R) or three separated power supply lines



